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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 A. Introduction 

Important: When 
filling out forms 
on the computer, 
use only the tab 
key to move your 
cursor - do not 
use the return 
key. 

 

A Stormwater Report must be submitted with the Notice of Intent permit application to document 
compliance with the Stormwater Management Standards. The following checklist is NOT a substitute for 
the Stormwater Report (which should provide more substantive and detailed information) but is offered 
here as a tool to help the applicant organize their Stormwater Management documentation for their 
Report and for the reviewer to assess this information in a consistent format. As noted in the Checklist, 
the Stormwater Report must contain the engineering computations and supporting information set forth in 
Volume 3 of the Massachusetts Stormwater Handbook. The Stormwater Report must be prepared and 
certified by a Registered Professional Engineer (RPE) licensed in the Commonwealth. 
 
The Stormwater Report must include: 

• The Stormwater Checklist completed and stamped by a Registered Professional Engineer (see 
page 2) that certifies that the Stormwater Report contains all required submittals.1 This Checklist 
is to be used as the cover for the completed Stormwater Report. 

• Applicant/Project Name 

• Project Address 

• Name of Firm and Registered Professional Engineer that prepared the Report 

• Long-Term Pollution Prevention Plan required by Standards 4-6 

• Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan required 
by Standard 82 

• Operation and Maintenance Plan required by Standard 9 
 
In addition to all plans and supporting information, the Stormwater Report must include a brief narrative 
describing stormwater management practices, including environmentally sensitive site design and LID 
techniques, along with a diagram depicting runoff through the proposed BMP treatment train.  Plans are 
required to show existing and proposed conditions, identify all wetland resource areas, NRCS soil types, 
critical areas, Land Uses with Higher Potential Pollutant Loads (LUHPPL), and any areas on the site 
where infiltration rate is greater than 2.4 inches per hour.   The Plans shall identify the drainage areas for 
both existing and proposed conditions at a scale that enables verification of supporting calculations.   

 
As noted in the Checklist, the Stormwater Management Report shall document compliance with each of 
the Stormwater Management Standards as provided in the Massachusetts Stormwater Handbook.  The 
soils evaluation and calculations shall be done using the methodologies set forth in Volume 3 of the 
Massachusetts Stormwater Handbook.   
 
To ensure that the Stormwater Report is complete, applicants are required to fill in the Stormwater Report 
Checklist by checking the box to indicate that the specified information has been included in the 
Stormwater Report.  If any of the information specified in the checklist has not been submitted, the 
applicant must provide an explanation.  The completed Stormwater Report Checklist and Certification 
must be submitted with the Stormwater Report. 

 

 

 

 

 

 

 

 

 

 

 

  

   

  
1 The Stormwater Report may also include the Illicit Discharge Compliance Statement required by Standard 10.  If not included in 
the Stormwater Report, the Illicit Discharge Compliance Statement must be submitted prior to the discharge of stormwater runoff to 
the post-construction best management practices. 
 
2 For some complex projects, it may not be possible to include the Construction Period Erosion and Sedimentation Control Plan in 
the Stormwater Report.  In that event, the issuing authority has the discretion to issue an Order of Conditions that approves the 
project and includes a condition requiring the proponent to submit the Construction Period Erosion and Sedimentation Control Plan 
before commencing any land disturbance activity on the site. 
 

 

 

 

 

http://www.mass.gov/eea/agencies/massdep/water/regulations/massachusetts-stormwater-handbook.html
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 LID Measures:  Stormwater Standards require LID measures to be considered.  Document what 
environmentally sensitive design and LID Techniques were considered during the planning and design of 
the project:  

 
 No disturbance to any Wetland Resource Areas 

 
 Site Design Practices (e.g. clustered development, reduced frontage setbacks) 

 
 Reduced Impervious Area (Redevelopment Only) 

 
 Minimizing disturbance to existing trees and shrubs 

 
 LID Site Design Credit Requested: 

 
  Credit 1    

 
  Credit 2 

 
  Credit 3 

 
 Use of “country drainage” versus curb and gutter conveyance and pipe 

 
 Bioretention Cells (includes Rain Gardens) 

 
 Constructed Stormwater Wetlands (includes Gravel Wetlands designs) 

 
 Treebox Filter 

 
 Water Quality Swale 

 
 Grass Channel 

 
 Green Roof 

 
 Other (describe): 

 Underfield Infiltration   
 

 
 

 
Standard 1: No New Untreated Discharges 

 
 No new untreated discharges 

  Outlets have been designed so there is no erosion or scour to wetlands and waters of the 
Commonwealth 

 
 Supporting calculations specified in Volume 3 of the Massachusetts Stormwater Handbook included. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 2:  Peak Rate Attenuation 

  Standard 2 waiver requested because the project is located in land subject to coastal storm flowage 
and stormwater discharge is to a wetland subject to coastal flooding. 

  Evaluation provided to determine whether off-site flooding increases during the 100-year 24-hour 
storm. 

 
 Calculations provided to show that post-development peak discharge rates do not exceed pre-

development rates for the 2-year and 10-year 24-hour storms.  If evaluation shows that off-site 
flooding increases during the 100-year 24-hour storm, calculations are also provided to show that 
post-development peak discharge rates do not exceed pre-development rates for the 100-year 24-
hour storm. 

 

 

 
Standard 3: Recharge 

 
 Soil Analysis provided. 

 
 Required Recharge Volume calculation provided. 

 
 Required Recharge volume reduced through use of the LID site Design Credits. 

 
 Sizing the infiltration, BMPs is based on the following method:  Check the method used. 

 
  Static   Simple Dynamic   Dynamic Field1 

 
 Runoff from all impervious areas at the site discharging to the infiltration BMP. 

 
 Runoff from all impervious areas at the site is not discharging to the infiltration BMP and calculations 

are provided showing that the drainage area contributing runoff to the infiltration BMPs is sufficient to 
generate the required recharge volume. 

 

 
 Recharge BMPs have been sized to infiltrate the Required Recharge Volume. 

  Recharge BMPs have been sized to infiltrate the Required Recharge Volume only to the maximum 
extent practicable for the following reason: 

 
  Site is comprised solely of C and D soils and/or bedrock at the land surface 

 
  M.G.L. c. 21E sites pursuant to 310 CMR 40.0000 

 
  Solid Waste Landfill pursuant to 310 CMR 19.000 

   Project is otherwise subject to Stormwater Management Standards only to the maximum extent 
 practicable. 

 
 Calculations showing that the infiltration BMPs will drain in 72 hours are provided. 

 
 Property includes a M.G.L. c. 21E site or a solid waste landfill and a mounding analysis is included. 

 
  

 
1 80% TSS removal is required prior to discharge to infiltration BMP if Dynamic Field method is used. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 3: Recharge (continued) 

 
 The infiltration BMP is used to attenuate peak flows during storms greater than or equal to the 10-

year 24-hour storm and separation to seasonal high groundwater is less than 4 feet and a mounding 
analysis is provided. 

 

  Documentation is provided showing that infiltration BMPs do not adversely impact nearby wetland 
resource areas. 

  
Standard 4: Water Quality 

 
The Long-Term Pollution Prevention Plan typically includes the following: 

• Good housekeeping practices;  

• Provisions for storing materials and waste products inside or under cover; 

• Vehicle washing controls; 

• Requirements for routine inspections and maintenance of stormwater BMPs;  

• Spill prevention and response plans;  

• Provisions for maintenance of lawns, gardens, and other landscaped areas;  

• Requirements for storage and use of fertilizers, herbicides, and pesticides; 

• Pet waste management provisions;  

• Provisions for operation and management of septic systems;  

• Provisions for solid waste management; 

• Snow disposal and plowing plans relative to Wetland Resource Areas; 

• Winter Road Salt and/or Sand Use and Storage restrictions; 

• Street sweeping schedules; 

• Provisions for prevention of illicit discharges to the stormwater management system; 

• Documentation that Stormwater BMPs are designed to provide for shutdown and containment in the 
event of a spill or discharges to or near critical areas or from LUHPPL; 

• Training for staff or personnel involved with implementing Long-Term Pollution Prevention Plan;  

• List of Emergency contacts for implementing Long-Term Pollution Prevention Plan. 

 

 

 

 

 

 

 

 

 

  A Long-Term Pollution Prevention Plan is attached to Stormwater Report and is included as an 
attachment to the Wetlands Notice of Intent. 

  Treatment BMPs subject to the 44% TSS removal pretreatment requirement and the one inch rule for 
calculating the water quality volume are included, and discharge: 

 
  is within the Zone II or Interim Wellhead Protection Area 

 
  is near or to other critical areas 

 
  is within soils with a rapid infiltration rate (greater than 2.4 inches per hour) 

 
  involves runoff from land uses with higher potential pollutant loads. 

 
 The Required Water Quality Volume is reduced through use of the LID site Design Credits. 

  Calculations documenting that the treatment train meets the 80% TSS removal requirement and, if 
applicable, the 44% TSS removal pretreatment requirement, are provided. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 4: Water Quality (continued) 

 
 The BMP is sized (and calculations provided) based on: 

 
  The ½” or 1” Water Quality Volume or 

   The equivalent flow rate associated with the Water Quality Volume and documentation is 
 provided showing that the BMP treats the required water quality volume. 

 
 The applicant proposes to use proprietary BMPs, and documentation supporting use of proprietary 

BMP and proposed TSS removal rate is provided.  This documentation may be in the form of the 
propriety BMP checklist found in Volume 2, Chapter 4 of the Massachusetts Stormwater Handbook 
and submitting copies of the TARP Report, STEP Report, and/or other third party studies verifying 
performance of the proprietary BMPs. 

 

 

 
 A TMDL exists that indicates a need to reduce pollutants other than TSS and documentation showing 

that the BMPs selected are consistent with the TMDL is provided. 

 Standard 5: Land Uses With Higher Potential Pollutant Loads (LUHPPLs) 

 
 The NPDES Multi-Sector General Permit covers the land use and the Stormwater Pollution 

Prevention Plan (SWPPP) has been included with the Stormwater Report. 
 

 
 The NPDES Multi-Sector General Permit covers the land use and the SWPPP will be submitted prior 

to the discharge of stormwater to the post-construction stormwater BMPs. 

  The NPDES Multi-Sector General Permit does not cover the land use. 

  LUHPPLs are located at the site and industry specific source control and pollution prevention 
measures have been proposed to reduce or eliminate the exposure of LUHPPLs to rain, snow, snow 
melt and runoff, and been included in the long term Pollution Prevention Plan.  

  All exposure has been eliminated. 

  All exposure has not been eliminated and all BMPs selected are on MassDEP LUHPPL list. 

  The LUHPPL has the potential to generate runoff with moderate to higher concentrations of oil and 
grease (e.g. all parking lots with >1000 vehicle trips per day) and the treatment train includes an oil 
grit separator, a filtering bioretention area, a sand filter or equivalent.  

 Standard 6: Critical Areas 

 
 The discharge is near or to a critical area and the treatment train includes only BMPs that MassDEP 

has approved for stormwater discharges to or near that particular class of critical area. 

  Critical areas and BMPs are identified in the Stormwater Report. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 7: Redevelopments and Other Projects Subject to the Standards only to the maximum 
extent practicable 

 
 The project is subject to the Stormwater Management Standards only to the maximum Extent 

Practicable as a: 

   Limited Project 

 
  Small Residential Projects: 5-9 single family houses or 5-9 units in a multi-family development 

 provided there is no discharge that may potentially affect a critical area. 

 
  Small Residential Projects: 2-4 single family houses or 2-4 units in a multi-family development  
  with a discharge to a critical area 

 
  Marina and/or boatyard provided the hull painting, service and maintenance areas are protected 

 from exposure to rain, snow, snow melt and runoff 

   Bike Path and/or Foot Path 

   Redevelopment Project 

   Redevelopment portion of mix of new and redevelopment. 

 
 Certain standards are not fully met (Standard No. 1, 8, 9, and 10 must always be fully met) and an 

explanation of why these standards are not met is contained in the Stormwater Report. 

 
 The project involves redevelopment and a description of all measures that have been taken to 

improve existing conditions is provided in the Stormwater Report.  The redevelopment checklist found 
in Volume 2 Chapter 3 of the Massachusetts Stormwater Handbook may be used to document that 
the proposed stormwater management system (a) complies with Standards 2, 3 and the pretreatment 
and structural BMP requirements of Standards 4-6 to the maximum extent practicable and (b) 
improves existing conditions. 

 

 

 Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 

 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan must include the 
following information: 
 

• Narrative; 

• Construction Period Operation and Maintenance Plan; 

• Names of Persons or Entity Responsible for Plan Compliance; 

• Construction Period Pollution Prevention Measures; 

• Erosion and Sedimentation Control Plan Drawings; 

• Detail drawings and specifications for erosion control BMPs, including sizing calculations; 

• Vegetation Planning; 

• Site Development Plan; 

• Construction Sequencing Plan; 

• Sequencing of Erosion and Sedimentation Controls; 

• Operation and Maintenance of Erosion and Sedimentation Controls; 

• Inspection Schedule; 

• Maintenance Schedule; 

• Inspection and Maintenance Log Form. 

 

 

 

 

 

 

 

 

 
 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan containing 

the information set forth above has been included in the Stormwater Report. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 
(continued) 

  The project is highly complex and information is included in the Stormwater Report that explains why 
it is not possible to submit the Construction Period Pollution Prevention and Erosion and 
Sedimentation Control Plan with the application. A Construction Period Pollution Prevention and 
Erosion and Sedimentation Control has not been included in the Stormwater Report but will be 
submitted before land disturbance begins. 

 

 

  The project is not covered by a NPDES Construction General Permit. 

 
 The project is covered by a NPDES Construction General Permit and a copy of the SWPPP is in the 

Stormwater Report. 

 
 The project is covered by a NPDES Construction General Permit but no SWPPP been submitted.  

The SWPPP will be submitted BEFORE land disturbance begins. 

 Standard 9: Operation and Maintenance Plan 

 
 The Post Construction Operation and Maintenance Plan is included in the Stormwater Report and 

includes the following information: 

   Name of the stormwater management system owners; 

   Party responsible for operation and maintenance; 

   Schedule for implementation of routine and non-routine maintenance tasks; 

   Plan showing the location of all stormwater BMPs maintenance access areas; 

   Description and delineation of public safety features; 

   Estimated operation and maintenance budget; and 

   Operation and Maintenance Log Form. 

 
 The responsible party is not the owner of the parcel where the BMP is located and the Stormwater 

Report includes the following submissions: 

   A copy of the legal instrument (deed, homeowner’s association, utility trust or other legal entity) 
 that establishes the terms of and legal responsibility for the operation and maintenance of the 
 project site stormwater BMPs;  

 
  A plan and easement deed that allows site access for the legal entity to operate and maintain 

 BMP functions. 

 Standard 10: Prohibition of Illicit Discharges 

  The Long-Term Pollution Prevention Plan includes measures to prevent illicit discharges; 

  An Illicit Discharge Compliance Statement is attached; 

 
 NO Illicit Discharge Compliance Statement is attached but will be submitted prior to the discharge of 

any stormwater to post-construction BMPs. 

 



MINUTEMAN VOCATIONAL HIGH SCHOOL 

ATHLETIC COMPLEX  

STORMWATER MANAGEMENT NARRATIVE 

LEXINGTON, MA  

 

 

Introduction 

 

Project Description: 

The proposed project overall will consist of redeveloping the existing site into the new athletic 

complex. The athletic complex will consist of a new synthetic turf football field within a paved 

running track, tennis courts, synthetic turf baseball/ softball, soccer, a natural grassed cricket 

field,  a grand stand, and a building for concessions, restroom facilities, and team rooms.  

The stormwater management for the proposed Minuteman Regional Vocational Technical 

High School (Minuteman High School) athletic complex is designed to mitigate the peak 

stormwater rate of runoff resulting from the construction of the project.  

The overall Minuteman project has consisted of a new “ground up” school building sited 

(within Lincoln) on the western side of campus, within the previously existing wooded area, 

west of the previous football field. The previous football field and track has been developed 

into a parking lot, while keeping with the former footprint. Two (2) bridges were constructed 

to cross over the intermittent stream/ wetlands, with a secondary parking lot located to the 

east. The relocated playing fields are to be sited on the east side of the campus partially within 

the footprint of the existing building, parking lot, and existing fields to the south. 

The Minuteman Athletic Complex is proposing that three (3) of the field be synthetic turf fields, and a 

one (1) natural grass cricket field. In addition to the fields, the project is proposing a field house 

building that will provide restroom facilities, team rooms, concession, maintenance storage and utility 

rooms. In addition, a 1,200 seat bleacher (grand stand) with press box and accessible lift to be 

constructed for the track & football field.  

 

The stormwater report for the Minuteman campus have been separated into two (2) separate 

reports based on stormwater being tributary to wetlands located in Lincoln and Lexington.  

This stormwater report will analyze the previously permitted and proposed development of the 

site, where runoff is tributary to the wetlands within Lexington, MA. All areas that stormwater 

runoff is tributary to the wetlands within Lincoln, will be analyzed separately and submitted for 

Lincoln’s Conservation Commission review.  

 

Soils:  

Soils on the site consist of hydrological “A” “B” and “D” soils. The soils resource report, and test pit 

results conducted on December 20, 2016 are located in the appendix of this report.  

 

Additional test pits will be conducted within the footprints of the athletics fields to verify soil 

classifications & ESHGW in the spring/fall of 2019 at the time the existing school building will be 

scheduled to be demolished. Results of additional soil tests and revised calculations will be submitted if 

the results will vary from the assumptions made in the calculations below.  

 

Existing Stormwater Management: 

The existing site consists of a mixture of impervious and pervious areas. The impervious areas consist of 

the existing parking lots, access drives, walkways, tennis courts, and most significantly, the existing 

school building. The pervious areas include playing fields, grassed/ landscaped areas, woods, and 

wetlands. In the current conditions, the site has minimal stormwater management control and 

treatment. The stormwater is managed/ outletted, without tying into a municipal system. The 

stormwater within the existing paved areas (parking lot) sheets into catch basins and outlets to the 
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surrounding wetlands without being treated. (The remainder of the site sheets towards the various 

surrounding wetlands.)  

 

 

Methodology/ Procedure 

 

Proposed Stormwater Management System (Lexington): 

The proposed system within Lexington will consist of a perimeter drain around the synthetic turf 

playing fields, and underdrains under the playing fields. Additionally, there will be catch basins/ area 

drains located in the access drive and walkways to collect runoff and will be treated with water quality 

units (WQU’s).  

 

 

Watershed Routing 

 

Below is a summary of the various existing and proposed watersheds with a brief narrative describing 

the routing. The descriptions of the watersheds are depicted in sketches Ex-HYD and P-HYD located in 

the Appendix.  

 

Existing Watersheds:  

 

Ex-Watershed-4: This watershed consists of the existing building, patios, walkways, surrounding parking 

lots, portions of the access road, landscaped areas, and existing wooded areas. (Per the Lexington 

bylaw, all impervious areas that are to be demo’d as part of the proposed project has been modeled in 

HydroCAD as good grass.) The runoff from this watershed sheets into catch basins and area drains, that 

outlet directly to the wetlands located north of the existing building.  

 

Ex-Watershed-5: This watershed consists of existing patios, surrounding parking lots, walkways, 

portions of the access road, portion of the tennis courts, landscaped areas, and existing wooded areas. 

(Per the Lexington bylaw, all impervious areas that are to be demo’d as part of the proposed project 

has been modeled in HydroCAD as good grass.) The runoff from this watershed sheets into catch 

basins and area drains, that outlet directly to the wetlands located east of the existing building.  

 

Ex-Watershed-6: This watershed consists of existing patios, walkways, and landscaped areas. (Per the 

Lexington bylaw, all impervious areas that are to be demo’d as part of the proposed project has been 

modeled in HydroCAD as good grass.) The runoff from this watershed sheets into “daisy chained” 

catch basins. Once the catch basins over top the stormwater eventually outlets to the wetlands located 

east of the existing building. 

 

 

Proposed Watersheds:  

 

P-Watershed-1: This watershed consists of landscaped area. The stormwater runoff from this watershed 

sheets into catch basins and is treated through a water quality unit before outletting to the wetlands via 

an existing drain line. 

 

P-Watershed-1A: This watershed consists of a portion of the previously permitted redeveloped access 

drive, and surrounding landscaped area. The runoff from this watershed sheets into catch basins and is 

treated through a water quality unit before outletting to the wetlands via an existing drain line. 
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P-Watershed-1B: This watershed consists of a portion of the previously permitted redeveloped access 

drive, and surrounding landscaped area. The runoff from this watershed sheets into catch basins and is 

treated through a water quality unit before outletting to the wetlands via an existing drain line. 

 

P-Watershed-1C: This watershed consists of a portion of one of the throwing events from track and 

field, as well as surrounding landscaped area. The stormwater from this watershed sheets onto the 

access drive and is captured via catch basins. The stormwater is treated by a water quality unit before 

outletting to the wetlands via an existing drain line. 

 

P-Watershed-2/ Football Field: This watershed consists of the synthetic turf football field and 

surrounding running track. The stormwater from this watershed is captured via the under field drainage 

system. Any stormwater that doesn’t infiltrate, outlets via an existing drainage line to the wetlands north 

of the site. 

 

P-Watershed-2A: This watershed consists of a portion of the previously permitted redeveloped access 

drive, and surrounding landscaped area. The runoff from this watershed sheets into catch basins and is 

treated through a water quality unit before outletting to the wetlands via an existing drain line. 

 

P-Watershed- 3: This watershed consists of walkways and landscaped areas. Stormwater from this 

watershed is captured via area drains that are connected to the infiltration system under the turf field. 

Stormwater not captured by catch basins sheet off into the under field infiltration system. Any 

stormwater that doesn’t infiltrate, outlets via an existing drainage line to the wetlands north of the site. 

 

P-Watershed-3A/ Softball Field: This watershed consists of the synthetic turf softball field with 

multipurpose rectangular outfield. The stormwater from this watershed is captured via the under field 

drainage system. Any stormwater that doesn’t infiltrate, outlets via an existing drainage line to the 

wetlands east of the site. 

 

P-Watershed-4: This watershed consists of portion of the natural grass cricket playing field, access road, 

and surrounding landscaped areas. The runoff from this watershed is captured via catch basins and 

treated via a water quality unit before out letting towards the wetlands via an existing drain line to the 

east.  

 

P-Watershed-5/ Grandstand: This watershed Consists of the grandstand. Stormwater runoff from this 

watershed is captured and routed via roof leaders into the under field drainage system. Any stormwater 

that doesn’t infiltrate, outlets via an existing drainage line to the wetlands north of the site. 

 

P-Watershed- 5A: This watershed consists of paved area near the football field/track, grandstands, and 

building. The runoff from this watershed is captured via catch basins and treated via a water quality 

unit before being routed into the under field drainage system. Any stormwater that doesn’t infiltrate, 

outlets via an existing drainage line to the wetlands north of the site. 

 

P-Watershed-6/ Building: This watershed consists of the proposed building. Stormwater runoff from 

this watershed considered clean and is captured and routed via roof leaders into the under field 

drainage system. Any stormwater that doesn’t infiltrate, outlets via an existing drainage line to the 

wetlands north of the site. 

 

P-Watershed-30: This watershed consists of a portion of the previously permitted redeveloped parking 

lot, and surrounding landscaped area. The runoff from this watershed sheets into catch basins and is 

treated through a water quality unit before outletting to the northern wetlands via an existing drain 

line.  
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P-Watershed-22: This watershed consists of a portion of the previously permitted redeveloped parking 

lot, and surrounding landscaped area. The runoff from this watershed sheets into the infiltration trench 

(via a break in the curb). The infiltration trench is routed to a water quality unit and outlets via an 

existing drain line to the wetlands north of the site.  

 

P-Watershed-23: This watershed consists of a portion of the previously permitted redeveloped parking 

lot, and surrounding landscaped area. The runoff from this watershed sheets into the infiltration trench 

(via a break in the curb). The infiltration trench is routed to a water quality unit and outlets via an 

existing drain line to the wetlands north of the site. 

 

 

Analysis:  

The analysis was based on the pre and post development peak discharge rates at the point of analysis. 

The proposed construction of the Minuteman High School Athletic Complex will result in an increase 

in impervious area, therefore the proposed stormwater management system will be designed to 

mitigate any increase in the rate of runoff and improve stormwater quality. 

 

Results/ Summary  

 

Results of Analysis:  

Through the use of the HydroCAD Software, the curve numbers, times of concentrations, and peak 

discharge rates were determined for both the existing conditions and the proposed conditions. The 

results of the study shows that both the post-development peak rates of runoff are equal or less than 

the existing rates/ volumes. 

 

As shown in Tables 1, 2, and 3, the post development peak rates of runoff and runoff volume from the 

site will be mitigated.   

 

 

 

 

 

Table 1 – POA 3 : Northern Wetland Peak Rates of Runoff 

 

 
1-year storm 

(cfs) 

2-year storm 

(cfs) 

10-year storm 

(cfs) 

100-year storm 

(cfs) 

Existing  7.37 11.96 21.26 40.22 

Proposed 5.77 8.54 14.20 26.08 

 

Table 2 – POA 4 : Eastern Wetland Peak Rates of Runoff 

 

 
1-year storm 

(cfs) 

2-year storm 

(cfs) 

10-year storm 

(cfs) 

100-year storm 

(cfs) 

Existing  5.87 9.24 15.97 29.46 

Proposed 2.13 3.29 5.60 10.25 
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Table 3 – 1-year Storm Runoff Volumes 

 

 
POA 3 

(acre-ft.) 

POA 4 

(acre-ft.) 

Existing  0.627 0.462 

Proposed 0.424 0.416 
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Stormwater Management Standards  

 

The Department of Environmental Protection has implemented the Stormwater Management Standards 

as of November 18, 1996 and updated them in April 2008.  The standards met are described below 

and in the Stormwater Management Form as provided by DEP.  

 

Standard #1:  Untreated Stormwater 

 

The project is designed so that stormwater conveyances (outfalls/discharges) do not discharge untreated 

stormwater into, or cause erosion to, wetlands or waters.   

 

Therefore Standard #1 is met. 

 

Standard #2:  Post-development peak discharge rates 

 

The proposed construction of the Minuteman High School will result in an overall site decrease in 

impervious area. Based on the Lexington Bylaw the proposed construction within Lexington will result 

in an increase of impervious area as all impervious areas that are to be demo’d as part of the proposed 

project has been modeled in HydroCAD as good grass in the existing conditions.  The proposed 

stormwater management system has been designed so that there is no increase in post construction 

discharge rates from the site. Therefore Standard #2 is met. 

 

Table 1: Analysis Point Peak Rate of Runoff (cubic feet per second, cfs) 

 

 

 

 

 

Standard #3:  Recharge to groundwater 

 

Loss of annual recharge to groundwater shall be eliminated or minimized through the use of 

environmentally sensitive site design, low impact development techniques, stormwater best 

management practices, and good operation and maintenance.  At a minimum, the annual recharge 

from the post- development site shall approximate the annual recharge from pre-development 

conditions based on soil type. This Standard is met when the stormwater management system is 

designed to infiltrate the required recharge volume as determined in accordance with the 

Massachusetts Stormwater Handbook.   

 

Soil types have been identified based on the information contained in the Soil Report.  We have 

determined that the soils are consistent with Hydrologic soil type “A” “B” “C” and “D” which requires 

runoff to be infiltrated (as listed in the table below) from new impervious areas.  

 

Hydrologic Group Volume to Recharge x (Total Impervious Area) 

Hydrologic Group 

 

Volume to Recharge x Total Impervious Area 

A 0.60 inches of runoff 

B 0.35 inches of runoff 

C 0.25 inches of runoff 

D 0.10 inches of runoff 

 

 

Analysis Period 2-year 10-year 100-year 

Existing 24.67 41.14 73.59 

Proposed 10.15 17.11 31.73 
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The following are the required recharge volumes under the Lexington bylaws  that all impervious areas 

that are to be demo’d as part of the proposed project to be modeled as good grass in the existing 

conditions. With these conditions the proposed construction within Lexington will result in an increase 

of impervious area.  

 

Required Recharge Volumes (Per Lexington By-law):  

 

“D” Soils 

 

Infiltration Rate: 0.10 inches of runoff  

Proposed Site New Impervious Area in “D” Soils: 402,364 sf  

402,364 sf x 0.10 x (1/12) = 3,353 cf 

 

Total required recharge volume: 3,353 cf 

 

The volume of water contained within the turf field infiltration systems is over 123,000 cf.  

 

Therefore Standard #3 is met. 

 

Standard #4:  TSS removal  

 

Per the Lexington bylaws: In recognition of the cumulative environmental damage that has been 

caused by existing development prior to the promulgation of effective stormwater management rules, 

the [Lexington] Conservation Commission strongly encourages the retrofitting of existing structures with 

stormwater management controls that meet the requirements of these rules and the Massachusetts 

Department of Environmental Protection stormwater policy and standards to the maximum extent 

practical. 

 

The BMP’s selected to remove TSS from impervious areas for this include: Water Quality Units 

(WQU), and Deep Sump Catch Basins (CB) 

 

P-Watershed-30: Parking Lot/ Driveway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 

WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

P-Watershed-1A: Driveway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 

WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

P-Watershed-1B: Driveway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 

WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

P-Watershed-2A: Driveway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 
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WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

P-Watershed-4: Driveway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 

WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

P-Watershed-5A: Accessway 

Initial TSS=1.00 

CB: (1.00)(1.00-0.25)= 0.75 TSS 

WQU: (0.75)(1.00-0.80)=0.15 TSS 

Total TSS Removal= 85% 

 

Therefore Standard #4 is met. 

 

Standard #5:  Higher potential pollutant loads  

 

The project site does not contain Land Uses with Higher Potential Pollutant Loads.  

 

Therefore Standard #5 is met. 

 

Standard #6:  Protection of critical areas 

 

The Lexington portion of the site is located within critical areas as defined by critical areas are 

Outstanding Resource Waters (ORW) as designated in 314 CMR 4.00, Special Resource Waters as 

designated in 314 CMR 4.00, recharge areas for public water supplies as defined in 310 CMR 22.02 

(Zone Is, Zone IIs and Interim Wellhead Protection Areas for groundwater sources and Zone As for 

surface water sources), bathing beaches as defined in 105 CMR 445.000, cold-water fisheries as 

defined in 314 CMR 9.02 and 310 CMR 10.04, and shellfish growing areas as defined in 314 CMR 

9.02 and 310 CMR 10.04. 

 

The stormwater management system has been sized to treat for the 1” water quality volume. 

Calculations have been included within the appendix.  

 

Therefore Standard #6 is met. 

 

Standard #7:  Redevelopment projects  

 

While a good portion of the site is being redeveloped, there is an increase in impervious area per 

Lexington’s By-law, thus the project is considered New Construction and all of the Standards will be 

met.  

 

Standard #8: Construction Period Pollution Prevention and Erosion and Sedimentation Control  

 

Soil Erosion and Sediment Control Plan:  

The objectives of the Soil Erosion and Sediment Control Plan are to control erosion at its source with 

temporary control structures, minimize the runoff from areas of disturbance, and de-concentrate and 

distribute stormwater runoff through natural vegetation before discharge to critical zones such as 

streams or wetlands. Soil erosion control does not begin with the perimeter sediment trap. It begins at 

the source of the sediment, the disturbed land areas, and extends down to the control structure.  
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The Soil Erosion and Sediment Control Plan will be enacted in order to protect the resource areas 

during construction.  The erosion control devices will remain in place until all exposed areas have been 

stabilized with vegetation or impervious surfaces.  

 

The objective of the Soil erosion & Sediment Control Plan that will be enacted on site is to control the 

vulnerability of the soil to the erosion process or the capability of moving water to detach soil particles 

during the construction phase(s).  

 

The erosion and sediment control plan to be in place during the construction phase is detailed within 

the NOI narrative (under separate cover).  

 

Therefore Standard #8 is met. 

 

Standard #9: Operation/maintenance plan  

 

An operation and maintenance plan for both construction and post-development stormwater controls 

has been developed.  The plan includes owner(s); parties responsible for operation and maintenance; 

schedule for inspection and maintenance; routine and non-routine maintenance tasks.  A copy of the 

O&M is included in the Appendix.   

 

Therefore Standard #9 is met. 

 

Standard #10: All illicit discharges to the stormwater management system are prohibited  

 

It is not anticipated that there will be any Illicit discharges for the project.   

 

Therefore Standard #10 is met. 
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Area Listing (all nodes)

Area  (acres) CN Description (subcats)

2.124 77 Woods, Good, HSG D  (EX-WS-4,EX-WS-5)

2.072 80 >75% Grass cover, Good, HSG D  (EX-WS-4,EX-WS-5,EX-WS-6)

9.146 80 Existing impervious area to be removed  (EX-WS-4,EX-WS-5,EX-WS-6)

0.744 98 Existing impervious area to remain impervious  (EX-WS-5,EX-WS-6)
             

14.086
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=368,689 sf   Runoff Depth=0.89"Subcatchment EX-WS-4: EX-WATERSHED-4
   Flow Length=648'   Tc=10.1 min   CN=80   Runoff=7.37 cfs  0.627 af

Runoff Area=216,195 sf   Runoff Depth=1.00"Subcatchment EX-WS-5: EX-WATERSHED-5
   Flow Length=150'   Tc=8.3 min   CN=82   Runoff=5.24 cfs  0.413 af

Runoff Area=28,702 sf   Runoff Depth=0.89"Subcatchment EX-WS-6: EX-WATERSHED-6
   Tc=6.0 min   CN=80   Runoff=0.66 cfs  0.049 af

   Inflow=13.10 cfs  1.089 afLink LEX: Lexington
   Primary=13.10 cfs  1.089 af

   Inflow=7.37 cfs  0.627 afLink POA-3: POA-3
   Primary=7.37 cfs  0.627 af

   Inflow=5.87 cfs  0.462 afLink POA-4: POA-4
   Primary=5.87 cfs  0.462 af

Total Runoff Area = 14.086 ac   Runoff Volume = 1.089 af   Average Runoff Depth = 0.93"
94.72% Pervious Area = 13.342 ac     5.28% Impervious Area = 0.744 ac
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Subcatchment EX-WS-4: EX-WATERSHED-4

Runoff = 7.37 cfs @ 12.15 hrs,  Volume= 0.627 af,  Depth= 0.89"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 1 yr  Rainfall=2.50"

Area (sf) CN Description
30,593 77 Woods, Good, HSG D
42,094 80 >75% Grass cover, Good, HSG D

296,002 80 Existing impervious area to be removed
368,689 80 Weighted Average
368,689 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.7 51 0.0200 0.15 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

1.0 55 0.0180 0.94 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

1.8 82 0.0123 0.78 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.5 115 0.0050 4.17 3.28 Circular Channel (pipe), 
Diam= 12.0"  Area= 0.8 sf  Perim= 3.1'  r= 0.25'
n= 0.010  PVC, smooth interior

1.1 345 0.0050 5.46 9.66 Circular Channel (pipe), 
Diam= 18.0"  Area= 1.8 sf  Perim= 4.7'  r= 0.38'
n= 0.010  PVC, smooth interior

10.1 648 Total

Subcatchment EX-WS-5: EX-WATERSHED-5

Runoff = 5.24 cfs @ 12.12 hrs,  Volume= 0.413 af,  Depth= 1.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 1 yr  Rainfall=2.50"

Area (sf) CN Description
61,932 77 Woods, Good, HSG D
29,141 80 >75% Grass cover, Good, HSG D
32,404 98 Existing impervious area to remain impervious
92,718 80 Existing impervious area to be removed

216,195 82 Weighted Average
183,791 Pervious Area

32,404 Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.9 50 0.0120 0.12 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

0.7 32 0.0120 0.77 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.6 44 0.0270 1.15 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.1 24 0.0400 4.06 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

8.3 150 Total

Subcatchment EX-WS-6: EX-WATERSHED-6

Runoff = 0.66 cfs @ 12.09 hrs,  Volume= 0.049 af,  Depth= 0.89"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 1 yr  Rainfall=2.50"

Area (sf) CN Description
19,031 80 >75% Grass cover, Good, HSG D

0 98 Existing impervious area to remain impervious
9,671 80 Existing impervious area to be removed

28,702 80 Weighted Average
28,702 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.0 Direct Entry, 

Link LEX: Lexington

Inflow Area = 14.086 ac,  Inflow Depth = 0.93"    for  1 yr event
Inflow = 13.10 cfs @ 12.13 hrs,  Volume= 1.089 af
Primary = 13.10 cfs @ 12.13 hrs,  Volume= 1.089 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link POA-3: POA-3

Inflow Area = 8.464 ac,  Inflow Depth = 0.89"    for  1 yr event
Inflow = 7.37 cfs @ 12.15 hrs,  Volume= 0.627 af
Primary = 7.37 cfs @ 12.15 hrs,  Volume= 0.627 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Link POA-4: POA-4

Inflow Area = 5.622 ac,  Inflow Depth = 0.99"    for  1 yr event
Inflow = 5.87 cfs @ 12.12 hrs,  Volume= 0.462 af
Primary = 5.87 cfs @ 12.12 hrs,  Volume= 0.462 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=368,689 sf   Runoff Depth=1.40"Subcatchment EX-WS-4: EX-WATERSHED-4
   Flow Length=648'   Tc=10.1 min   CN=80   Runoff=11.96 cfs  0.989 af

Runoff Area=216,195 sf   Runoff Depth=1.54"Subcatchment EX-WS-5: EX-WATERSHED-5
   Flow Length=150'   Tc=8.3 min   CN=82   Runoff=8.23 cfs  0.636 af

Runoff Area=28,702 sf   Runoff Depth=1.40"Subcatchment EX-WS-6: EX-WATERSHED-6
   Tc=6.0 min   CN=80   Runoff=1.07 cfs  0.077 af

   Inflow=21.00 cfs  1.702 afLink LEX: Lexington
   Primary=21.00 cfs  1.702 af

   Inflow=11.96 cfs  0.989 afLink POA-3: POA-3
   Primary=11.96 cfs  0.989 af

   Inflow=9.24 cfs  0.713 afLink POA-4: POA-4
   Primary=9.24 cfs  0.713 af

Total Runoff Area = 14.086 ac   Runoff Volume = 1.702 af   Average Runoff Depth = 1.45"
94.72% Pervious Area = 13.342 ac     5.28% Impervious Area = 0.744 ac



Type III 24-hr 2 yr  Rainfall=3.20"Minuteman Tech - Existing Lex. SKCE-005
Page 8Prepared by Samiotes Consultants, Inc.
8/7/17HydroCAD® 8.00  s/n 003575  © 2006 HydroCAD Software Solutions LLC

Subcatchment EX-WS-4: EX-WATERSHED-4

Runoff = 11.96 cfs @ 12.15 hrs,  Volume= 0.989 af,  Depth= 1.40"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 2 yr  Rainfall=3.20"

Area (sf) CN Description
30,593 77 Woods, Good, HSG D
42,094 80 >75% Grass cover, Good, HSG D

296,002 80 Existing impervious area to be removed
368,689 80 Weighted Average
368,689 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.7 51 0.0200 0.15 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

1.0 55 0.0180 0.94 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

1.8 82 0.0123 0.78 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.5 115 0.0050 4.17 3.28 Circular Channel (pipe), 
Diam= 12.0"  Area= 0.8 sf  Perim= 3.1'  r= 0.25'
n= 0.010  PVC, smooth interior

1.1 345 0.0050 5.46 9.66 Circular Channel (pipe), 
Diam= 18.0"  Area= 1.8 sf  Perim= 4.7'  r= 0.38'
n= 0.010  PVC, smooth interior

10.1 648 Total

Subcatchment EX-WS-5: EX-WATERSHED-5

Runoff = 8.23 cfs @ 12.12 hrs,  Volume= 0.636 af,  Depth= 1.54"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 2 yr  Rainfall=3.20"

Area (sf) CN Description
61,932 77 Woods, Good, HSG D
29,141 80 >75% Grass cover, Good, HSG D
32,404 98 Existing impervious area to remain impervious
92,718 80 Existing impervious area to be removed

216,195 82 Weighted Average
183,791 Pervious Area

32,404 Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.9 50 0.0120 0.12 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

0.7 32 0.0120 0.77 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.6 44 0.0270 1.15 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.1 24 0.0400 4.06 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

8.3 150 Total

Subcatchment EX-WS-6: EX-WATERSHED-6

Runoff = 1.07 cfs @ 12.09 hrs,  Volume= 0.077 af,  Depth= 1.40"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 2 yr  Rainfall=3.20"

Area (sf) CN Description
19,031 80 >75% Grass cover, Good, HSG D

0 98 Existing impervious area to remain impervious
9,671 80 Existing impervious area to be removed

28,702 80 Weighted Average
28,702 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.0 Direct Entry, 

Link LEX: Lexington

Inflow Area = 14.086 ac,  Inflow Depth = 1.45"    for  2 yr event
Inflow = 21.00 cfs @ 12.13 hrs,  Volume= 1.702 af
Primary = 21.00 cfs @ 12.13 hrs,  Volume= 1.702 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link POA-3: POA-3

Inflow Area = 8.464 ac,  Inflow Depth = 1.40"    for  2 yr event
Inflow = 11.96 cfs @ 12.15 hrs,  Volume= 0.989 af
Primary = 11.96 cfs @ 12.15 hrs,  Volume= 0.989 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Link POA-4: POA-4

Inflow Area = 5.622 ac,  Inflow Depth = 1.52"    for  2 yr event
Inflow = 9.24 cfs @ 12.12 hrs,  Volume= 0.713 af
Primary = 9.24 cfs @ 12.12 hrs,  Volume= 0.713 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=368,689 sf   Runoff Depth=2.46"Subcatchment EX-WS-4: EX-WATERSHED-4
   Flow Length=648'   Tc=10.1 min   CN=80   Runoff=21.26 cfs  1.736 af

Runoff Area=216,195 sf   Runoff Depth=2.64"Subcatchment EX-WS-5: EX-WATERSHED-5
   Flow Length=150'   Tc=8.3 min   CN=82   Runoff=14.16 cfs  1.090 af

Runoff Area=28,702 sf   Runoff Depth=2.46"Subcatchment EX-WS-6: EX-WATERSHED-6
   Tc=6.0 min   CN=80   Runoff=1.90 cfs  0.135 af

   Inflow=36.89 cfs  2.962 afLink LEX: Lexington
   Primary=36.89 cfs  2.962 af

   Inflow=21.26 cfs  1.736 afLink POA-3: POA-3
   Primary=21.26 cfs  1.736 af

   Inflow=15.97 cfs  1.225 afLink POA-4: POA-4
   Primary=15.97 cfs  1.225 af

Total Runoff Area = 14.086 ac   Runoff Volume = 2.962 af   Average Runoff Depth = 2.52"
94.72% Pervious Area = 13.342 ac     5.28% Impervious Area = 0.744 ac
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Subcatchment EX-WS-4: EX-WATERSHED-4

Runoff = 21.26 cfs @ 12.14 hrs,  Volume= 1.736 af,  Depth= 2.46"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 10 yr  Rainfall=4.50"

Area (sf) CN Description
30,593 77 Woods, Good, HSG D
42,094 80 >75% Grass cover, Good, HSG D

296,002 80 Existing impervious area to be removed
368,689 80 Weighted Average
368,689 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.7 51 0.0200 0.15 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

1.0 55 0.0180 0.94 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

1.8 82 0.0123 0.78 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.5 115 0.0050 4.17 3.28 Circular Channel (pipe), 
Diam= 12.0"  Area= 0.8 sf  Perim= 3.1'  r= 0.25'
n= 0.010  PVC, smooth interior

1.1 345 0.0050 5.46 9.66 Circular Channel (pipe), 
Diam= 18.0"  Area= 1.8 sf  Perim= 4.7'  r= 0.38'
n= 0.010  PVC, smooth interior

10.1 648 Total

Subcatchment EX-WS-5: EX-WATERSHED-5

Runoff = 14.16 cfs @ 12.12 hrs,  Volume= 1.090 af,  Depth= 2.64"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 10 yr  Rainfall=4.50"

Area (sf) CN Description
61,932 77 Woods, Good, HSG D
29,141 80 >75% Grass cover, Good, HSG D
32,404 98 Existing impervious area to remain impervious
92,718 80 Existing impervious area to be removed

216,195 82 Weighted Average
183,791 Pervious Area

32,404 Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.9 50 0.0120 0.12 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

0.7 32 0.0120 0.77 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.6 44 0.0270 1.15 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.1 24 0.0400 4.06 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

8.3 150 Total

Subcatchment EX-WS-6: EX-WATERSHED-6

Runoff = 1.90 cfs @ 12.09 hrs,  Volume= 0.135 af,  Depth= 2.46"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 10 yr  Rainfall=4.50"

Area (sf) CN Description
19,031 80 >75% Grass cover, Good, HSG D

0 98 Existing impervious area to remain impervious
9,671 80 Existing impervious area to be removed

28,702 80 Weighted Average
28,702 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.0 Direct Entry, 

Link LEX: Lexington

Inflow Area = 14.086 ac,  Inflow Depth = 2.52"    for  10 yr event
Inflow = 36.89 cfs @ 12.13 hrs,  Volume= 2.962 af
Primary = 36.89 cfs @ 12.13 hrs,  Volume= 2.962 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link POA-3: POA-3

Inflow Area = 8.464 ac,  Inflow Depth = 2.46"    for  10 yr event
Inflow = 21.26 cfs @ 12.14 hrs,  Volume= 1.736 af
Primary = 21.26 cfs @ 12.14 hrs,  Volume= 1.736 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Link POA-4: POA-4

Inflow Area = 5.622 ac,  Inflow Depth = 2.62"    for  10 yr event
Inflow = 15.97 cfs @ 12.11 hrs,  Volume= 1.225 af
Primary = 15.97 cfs @ 12.11 hrs,  Volume= 1.225 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=368,689 sf   Runoff Depth=4.69"Subcatchment EX-WS-4: EX-WATERSHED-4
   Flow Length=648'   Tc=10.1 min   CN=80   Runoff=40.22 cfs  3.311 af

Runoff Area=216,195 sf   Runoff Depth=4.92"Subcatchment EX-WS-5: EX-WATERSHED-5
   Flow Length=150'   Tc=8.3 min   CN=82   Runoff=26.04 cfs  2.033 af

Runoff Area=28,702 sf   Runoff Depth=4.69"Subcatchment EX-WS-6: EX-WATERSHED-6
   Tc=6.0 min   CN=80   Runoff=3.59 cfs  0.258 af

   Inflow=69.05 cfs  5.602 afLink LEX: Lexington
   Primary=69.05 cfs  5.602 af

   Inflow=40.22 cfs  3.311 afLink POA-3: POA-3
   Primary=40.22 cfs  3.311 af

   Inflow=29.46 cfs  2.291 afLink POA-4: POA-4
   Primary=29.46 cfs  2.291 af

Total Runoff Area = 14.086 ac   Runoff Volume = 5.602 af   Average Runoff Depth = 4.77"
94.72% Pervious Area = 13.342 ac     5.28% Impervious Area = 0.744 ac
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Subcatchment EX-WS-4: EX-WATERSHED-4

Runoff = 40.22 cfs @ 12.14 hrs,  Volume= 3.311 af,  Depth= 4.69"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 100 yr  Rainfall=7.00"

Area (sf) CN Description
30,593 77 Woods, Good, HSG D
42,094 80 >75% Grass cover, Good, HSG D

296,002 80 Existing impervious area to be removed
368,689 80 Weighted Average
368,689 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.7 51 0.0200 0.15 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

1.0 55 0.0180 0.94 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

1.8 82 0.0123 0.78 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.5 115 0.0050 4.17 3.28 Circular Channel (pipe), 
Diam= 12.0"  Area= 0.8 sf  Perim= 3.1'  r= 0.25'
n= 0.010  PVC, smooth interior

1.1 345 0.0050 5.46 9.66 Circular Channel (pipe), 
Diam= 18.0"  Area= 1.8 sf  Perim= 4.7'  r= 0.38'
n= 0.010  PVC, smooth interior

10.1 648 Total

Subcatchment EX-WS-5: EX-WATERSHED-5

Runoff = 26.04 cfs @ 12.11 hrs,  Volume= 2.033 af,  Depth= 4.92"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 100 yr  Rainfall=7.00"

Area (sf) CN Description
61,932 77 Woods, Good, HSG D
29,141 80 >75% Grass cover, Good, HSG D
32,404 98 Existing impervious area to remain impervious
92,718 80 Existing impervious area to be removed

216,195 82 Weighted Average
183,791 Pervious Area

32,404 Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.9 50 0.0120 0.12 Sheet Flow, 
Grass: Short   n= 0.150   P2= 3.20"

0.7 32 0.0120 0.77 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.6 44 0.0270 1.15 Shallow Concentrated Flow, 
Short Grass Pasture   Kv= 7.0 fps

0.1 24 0.0400 4.06 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

8.3 150 Total

Subcatchment EX-WS-6: EX-WATERSHED-6

Runoff = 3.59 cfs @ 12.09 hrs,  Volume= 0.258 af,  Depth= 4.69"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
Type III 24-hr 100 yr  Rainfall=7.00"

Area (sf) CN Description
19,031 80 >75% Grass cover, Good, HSG D

0 98 Existing impervious area to remain impervious
9,671 80 Existing impervious area to be removed

28,702 80 Weighted Average
28,702 Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.0 Direct Entry, 

Link LEX: Lexington

Inflow Area = 14.086 ac,  Inflow Depth = 4.77"    for  100 yr event
Inflow = 69.05 cfs @ 12.13 hrs,  Volume= 5.602 af
Primary = 69.05 cfs @ 12.13 hrs,  Volume= 5.602 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link POA-3: POA-3

Inflow Area = 8.464 ac,  Inflow Depth = 4.69"    for  100 yr event
Inflow = 40.22 cfs @ 12.14 hrs,  Volume= 3.311 af
Primary = 40.22 cfs @ 12.14 hrs,  Volume= 3.311 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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Link POA-4: POA-4

Inflow Area = 5.622 ac,  Inflow Depth = 4.89"    for  100 yr event
Inflow = 29.46 cfs @ 12.11 hrs,  Volume= 2.291 af
Primary = 29.46 cfs @ 12.11 hrs,  Volume= 2.291 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
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